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DEAD END MESSENGER WIRE ATTACHMENT

T-12 (2004) 2 2

PLAN SYMBOL

X

WOOD POLE

GALVANIZED

þÿ���"� �(�1�9�)

CABLE SPACER

LASHING WIRE

MESSENGER CLAMP

ELECTRICAL CABLE

SERVICE WEDGE CLAMP

METAL POLE

30" (762)

NOTES:
36" (914) MIN.

SERVICE SLEEVE

1" (25)

1).  INSTALLATION METHOD SHOWN FOR DEAD END MESSENGER WIRE

  ATTACHMENT TO METAL POLES SHALL BE USED FOR SPAN WIRE

  ATTACHMENT BETWEEN METAL POLES. 

MESSENGER WIRE

þÿ�(�1� ���
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(2 REQUIRED)

MESSENGER WIRE

GALVANIZED
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GUY CLAMPS
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WASHER
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WASHER
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WOOD POLES

METAL POLES




